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BS EN 598 Ductile Iron All Socket
Fitting With Flexible Joint. (For Sewerage)
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90° Bend - Test Report 90°#% # £
Leaktightness

S'Ze DN Le R T e ((:AS;]'COTE\STING;CENT‘I; lLlMl\TElJ)

mm [ mm| mm | mm | mm | mm SRE——
% 80 | 80 | 100 | 80 | 7.0 | 90

% % 100 | 100 | 120 | 100 | 7.2 | 90

% 150 | 150 |'170 | 150 | 7.8 | 90
% 200 | 200 | 220 | 200 | 8.4 | 90
% 250 | 250 | 270 | 245 | 9.0 | 90
% 300 | 300 | 320 | 295 | 9.6 | 90 :
350 | 350 | 370 | 330 | 10.2| 90

400 | 400 | 420 | 380 | 10.8| 90 —
450 | 450 | 475 | 435 | 11.4| 90

500 | 500 | 520 | 475 | 12.0| 90

600 | 600 | 620 | 570 | 13.2| 90

700 | 700 | 720 | 670 | 14.4| 90 éﬁﬂg

Al ltems and with access door " Made to order ".

* All rights reserved. Itis unlawful to copy or extract the whole or the materials from this catalog without the written consent of our company.
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90° Bend - Test Report 90°i%
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BS EN 598 Ductile Iron All Socket

Fitting With Flexible Joint. (For Sewerage)
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Brinell Hardness

Dimension

EhHRKRPHRAF
CASTCO TESTING CENTRE LIMITED

Test Report
Brinell Hardness Test of Ductile Iron Pipes, Fittings and Accessories for Sewerage Applicat
[BS EN 598 : 2007 + Al : 2009 Clausc 4.3.2]

Date of issue : 30 November 2017

1 page(s) Casteo LRNADPO170529-219

Page 1 of

Customer: TPY Limited

Address : GIF, No. 120, Tung Tau Tsuen, Shap Pat Heung, Yuen Long, N-T
Jobtitle :

Sample description :-

Customer's Ref. No. -~

Contrmei No.

Sample LD. Type +Fitting (All Socket 96 Degree Bend)
Nominal Size (DN) 100 Manufacturer : TPY Lidited
Class : - Band: )

Origin: China

A ISR FHB-3000B
D170518-
HB-007

Series No. ; 0125 (BHO1)
LD. No. : NDT-HB-01

“Brincll hardness testing machine Machine type
Cert. No,: 0

1.D. No 7 Ni

Calipers
Laboratory test results:-
Date of received : 29 May2017

Date of test : 11 November 2017

Method for Determinatio

Access

EAHKBRP ARG
CASTCO TESTING CENTRE LIMITED

Test Report

(BS EN 598 :2007 + Al

Dage of issue: 30 November 2017
Vage | of 2 pagels)

of Dimensions of Ductile iron Pipes, Fittings,
sories and Their Joi

s for Sewage Applications
2009 Clause 4.2 & Clause 4.4.3)

Casteo LRN: DP0170529-219 DIM

Customer: TPY Limited

Customer's ref. no.:

Address: G/F, No. 120, Tung Tau Tsuen, Shap Pat Heung, Yuen Long, N.T,

Contract no.: Job tile: -

Description of

Nominal bore : 100 mm
Brand name - ()
Delivery date

Origin: China

Length'se-

Type:

Fitting (All Sacket 80 Degree Bend)

Manufacturer *TPY Limited

Laboratcry Test Result
Date saimple received: 29 May 2017

Specimen o,/ DP0170529-219

Date of test: 02 June 2017

Test specimen thicknds : 5,17 mm Test temperature : 26 °C [Nominal size DN: 100 Test result BSEN Customer
requirement requirement
= s
Shetehiof toat Incrine [ ctermal diameter () (mm)]
(Gality 4pigot of extemal diameter )|
o o (o] Thickness (T) (o)
2 3
. ’ Intemal diameter (mm)
Length (Lel) (mm) 1o 120 (+18) 120
Tndeatation Tndentation diameter | Comesponding % = -
g P Il\denl;\,(;:’mrm b i Lenith (Le2) (mm) 1o 120 (418) 120
Surface ) - () Lengih(Le) o) | e
[ 65 W67 466 166 [ -
2 65 68 67 165 [ [Measured thickness of cement mortar fining ~/ (mm) 633 1615 -
Condition ’ T R
—_— Reinarks | |2\ Test results refiies only o the specimen tested.
" — " 2. Test results of the sample comply with the requirement of BS ¥NS98:20074 A1:2009 Clause 4.2
. ) 82007 1 Al : 2009 Clause 4.3.2. ORI S
co # 7 RPN R AT )l
CASTCO TESTING CENTRE LIMITED | A J‘,ﬂ]
WONG KA MAN Checked by {A s Certified by 02 UM J
e [N - " WONG KA MAN
Tost Report L T ‘Seue Matager
s SNG A - . s ong. 0 33, On Ku,Sireet, Faning, Hong Kong.  Tel : 2597 833
Surface Condition Test for Ductile Ian Pipes, Fitings, ool ol g A s s e hkiriihoocd
Accessories wad Their Joints for Sewerage Application com.hk E mail:info@castco,cofn.hk - Website: www casteo.com.hi
[BS EN 598 : 2007+A1 : 2009 clause 41.2]
Date of issue : 30 Novefnber 2017 \
Page 1 of 1 pagels) Castco LRN : DPO170529.2 I ensi I e
Details as supplied by custome = N
Customer : TPY Limited Customer's R{ No. : -
/ & % o M\ 3] #eN 8 EENIIE 39/ 0n Kui Swedt Faning, Hong Kong. Tl : 2597 8333
Address : GIF, No. 120, Tung Tad Tsuen, Shap Pat Heung, Yuepfong, N-T. Eontract No. CASTCO A & KB A RN 8 %84 8% 2H29AM 284 On Cruen Street Fanling, Hong Kong.  Fax: 2567 6399
CASTCO TESTING CENTRE LIMITED E-mai: infomcastco.com i /Website: www dastco.com bk
Job itle : -
Sample Description -
Sample 1D, Type - Fitting (ANl Socket 90 Degree Bend) Vet Report
mple LD, : ‘ype : Fitting (ANl Socket 90 Degree Bend)
o W " Tensile Test of Ductile Cast Iron
Nominal size (DN} 100 Nominal length [BSEN 598 : 2007 + Al : 2009 Clause 4.3.1]
Date of issue : 16 January 2018
Manufacturer : TPY| Limited Brand : () Origin: China Page \JA of | page Castco LRN : DPO170529-219 TEN
Is as supplied by -
Laboratory fest revulty:- % o
Customer: TPY Limited Customer Ref, No. ; ~
Job itle - - Contract No. :
Sample Descriftion : DN100 All Socket 90 Begreg Bend
Date sample received | 29 May 2017 Date of test : 02 June 2017 Grade
Manufacturer : TPY, Limited
Acteptance standard)BS ENS9S : 2007 ¥ A1-2009 Clause 4.3.1 Brand @ Origin: China
The external surface coniition of test symple is free from defect and surfiice imperfections. Laboratory test resul
Date recbived : 29 May 2017 Date tested : 11 November 2017
Material S % "
Gauge dia. Cross-seét Original dauge |  Final gauge | 0.2% Proof stress | Tensile Load
5 | designation Elongation :
— Specimen Mitk - Compliance
1. Test resut relate only 1o the Ypecimens testi. Symbol | Numbgr (mm) afea, (mm') Jefigth, (mm) length, mm (KN) | (MPa) | (kN) | (MPa)
2. Test results complics with Chiase 4.1,2 of BSEN 598 : 2007 + A1 ; 2009,
DP0170529-219| - ~ 569 199 40 45 // 91 | ass 125 c
Remarks -~
I Legends: _Ccomply with acceptance starfard
Checked by Cerifiod by A F - fail to comply with aoeptance standard
SIT KWAN NING End of Report 2-Tesi results relte to the specimen testéd only
aieTaeey WONG KA MA! 3. Test results comply with requirefent of BSEN 598 : 2007 + Al ; 2009 Clause 4.3.1
‘Schr Mansger 4. This page no. A of testreport superseded page no. | of the previous test report of Castco LRN : DO01700529-219 TEN issued on 30 November 2017.
T P S 70 s e

Chegked by

Tol : 2507 B333
Fax 2507 8309

33, On Kui Sireet, Faning, Hong Kong
20A, On Chusn Stroet, Fanling, Hong Kong,
E-mail: infodcastco.com ik Website: www.casico.com hk

End of Report

Centified by A lin ../:M}

'WONG KA MAN
‘Sermce Manager

* All rights reserved. Itis unlawful to copy or extract the whole or the materials from this catalog without the written consent of our company.
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BS EN 598 Ductile Iron All Socket

(]/ _~ Fitting With Flexible Joint. (For Sewerage)
]{[\/(7) BS EN 598
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45°Bend 45°Bend with Access door
45°:% " X " Stock A5° i O i
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Le 45° Bend - Test Report 45°% # £

Leaktightness

A X8Rk H R AP
CA S:TCO CASTCO TESTING CENTRE LIMITED

Size | DN Le R T 8
mm | mm | mm | mm | mm| mm
* 80 80 55 80 | 7.0 | 45
% * 100 | 100 | 65 | 100 | 7.2'| 45
* 150 | /150 v 85 \| 150 | '7.8\| \45
* 200 | 200 | 110 | 200 | 8.4 | 45
* 250 | 250 | 130 | 245 | 9.0 | 45
* 300 | 300 | 150 | 295 | 9.6 | 45
350 | 350 | 175 | 330 [ 10.2] 45
400 | 400 | 195 | 380 | 10.8| 45
450 | 450 | 220 | 435 | 11.4| 45
500 | 500 | 240 | 475 | 12.0| 45

600 | 600 | 285 | 570 | 13.2| 45
700 | 700 | 330 | 660 | 14.4| 45

All ltems and with access door " Made to order ".

* All rights reserved. Itis unlawful to copy or extract the whole or the materials from this catalog without the written consent of our company.
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r\ BS EN 598 Ductile Iron All Socket

(/Z % Fitting With Flexible Joint. (For Sewerage)
(MG ) BS EN 598 |
BAZHBEEERBS SR 4

45° Bend - Test Report 45°i% &% &

Brinell Hardness Dimension

& 3k Ee o0 A A 3 Hoh oE 3 N T
CAST EAh G KPP RAF CASTCO EhSKRm P OH MDA
CASTCO TESTING CENTRE LIMITED CASTCO TESTING CENTRE LIMITED
5 t Report
Test Report
< Wi . . Method for Determination of Dimensions of Ductile iron Pipes, Fittings,
Brinell Hardness Test of Ductile Iron Pipes, Fittings and Accessories for Sewerage Applicati Accessories and Their Joints for Sewage Applications
[BS EN 598:2007 + Al : 2009 Clause 4.3.2] (BS EN 598 : 2007 + Al : 2009 Clause 4.2 & Clause 4.4.3)
Dase of issue: | Degetnber 2017
Date of issue : | Decenber 2017 Voge 1 of 2 pasels) Castco LRN: DPO170529-225 DIM
Page | of 1 page(s) Casteo LENTDP0170529-225 Details as suj by
Detalls as supplied by custo Customer; TRY Limited Customers ref. no.: -
Customer: TPY Limited Customer's Ref. No. Address: GIF, No. 120, Fung Tau Tsuen, Shap Pat Heung, Yuen Lang, N.T
Address : G/F, No. 120, Tung Tau Tsuen, Shap Pat Heung, Yuen Long, N1 Contract no.: — Job tithe: ~
Contraci No ———
Sample description i
Sample 1D, : ~ Type < Fitting (All Socket 45 Degree Bend) Nocainal bore ‘“_’l‘lm Lengiidc
Nominal Size (DN) : 100 Manufacturer - TPY Limited Brand name Q_@_g) Type : Fittiag (All Socket 45 Degree Bend)
3 =~
Class : - Brund ;) Delivery date~ Manufacturer *TPY Limited
b Origin: China Origin; Ehina
" drinell hardness testing machine Machine type ;41 (GRS AFHB-3000B  Series No. : 0125 (BHO1)
Cart: N, JELOIT0818-12 LD: No:: NDT-HB-01 Date soiple received: 29 May 2017 Date of test: 02 June 2017
Calipers 1D, No/“ NDT-HB-007
= Specimen no,/ DP0170529-225
Date of received : 29 May 3017 Date of test : 11 November 2017 —
I i Py T BSEN Customer
Test specimen thickness : 5.69 mm Test temperature : 26 °C o el SRR requirement requirement
heteh ot ot loctums [ temal diameter () (i)
(Cvality $pigot of external diameter, mm) I
o fe) fe) Thickness (T) () 72(:34) 72
1 2 3 Iemal diameter () —t
Letgth (Lel) (mm) 60 65 (+13) 65
Indentation Indentation diameter Indentation means | Comesponding Length (Le2) )| o0 65 (+13) 65
g 2 piee) hardness value Resulty N
S u rface i) Lcngth Le) )
—_— 1 4.66 166 (]
2 365 T67 T Measured thickness b cement mortar lining ~/ (mim)| a1
Condition ‘ “ —
Refmarks : 1\ Test results relitcs onty fo tho specimen tested.
2. ‘et results of the sample comply with the requirement of BS [IN598: 2007 + A1:2009
. 2007 + A1 : 2009 Clwse 43.2 Claused.2 & Clause 44,3,
# 5 X oP A RAF
CASTCO TESTING CENTRE LIMITED
? \
Checked by & =3 N Certified by w A \’\,\J’M"
W Rl WONG KA MAN
. . o D, 191 ‘ otk
os
§ . Tget Réport _ a8 % 33, On Kul Sfeel, Faning. Hong Kong.  Tol : 2607 8333
Surface Condition Test for Ductile Iran Pipes, &6 8% 2 029A  20A On Chen Stieel, Faning, HongKong.  Fax: 2597 6399
Accessories and Their Joints for Sewerage Application E-mail: info@casico cof bk Viebite: waww casico com ik
[BS EN 598 : 2007+A1 : 2009 clause ]

Date of issue : 1 December 2017

Phaa 1.0F 1 pegild Costct LRN - DPO170529-225 S¢ Te ns i I e

Details ay supplied by custom

Customer : TPY Limted Customer's Ref, No. : S5 " s Xo i < i Gonun o
CASTCO B H S Rk T MU ) SRNAEENIIN 33/ 0n Ku Swegh. Faning. Hong Kong, Tel: 2597 6333
2 #8482 H720AM 294 On Chuen Street. Faning, Hong Kong.  Fax: 2507 8399
Address : G/F, No. 120, Tung Tay Tsuen, Shap PatHeung. YuerTong, N.T Contract No, : - CASTCO TESTING CENTRE KIMITED E.mas: infocastco com i Websse: wrrw.gasicn.com bk
Job title : - Test Report
Sample Description - Tensile Test of Ductile Cast fron
FBSEN 598 : 2007+ Al : 2009 Cladse 43.1]
Sample LD, : - Type : Fitting (All Socket 45 Degree Bend), Pate of issue : 16 January 2012
Rage 1A of | page Castco LRN : DP0170529-225 TEN
Nominal size (DN 100 Nominal length : - s
rails as supplied by customer:-
Manufacturer : TPY Limited Brand : i) Origin: China Customer: TPY Limited Customer Ref. No. :
> Job title S Contract No. =
Laboratory test resuits:- Sample Deicription : DN100 All Socket 43 Degree Bend
Grade :
\ Manufacturer : TPY Limited
Peca somple cocelved 539 May 2011 Date of test : 02 June 2017 Acceptance standard: BS ENS98 : 2007 /A1 : 2009 Clause 4.3.1 Brand: (o Origin: China
LaSorutory test resil:
The external surface condition of test symple is free from defict and surface imperfections. Date teceived : 29 May 2017 Date tested - 11 November 2017
Material 8 8
Gauge dis Cross-sect Original gapge na) gaug 0.2% ess sik
) Prers: ol auge dia ross-sect, ginal gang Final gauge Proof stress | Tensile Load Elongation )
Specimen Mark . Compliance

Symbol | Number| (mm) area fim’) length. (mm) length, mm (KN) | (MPa) | (kN) | (MPa)
Remark
1. Test result relate only to the specimens tested

2. Test results complies with Classe 4.1.2 of BS N 598 : 2007 + Al - 2009, DP0170520-225 | \ — g 502 198 %0 m // 85 430 i ¢

Remarks -~

Legends C - comply with acceptance standard
E~Tail to comply with acceptuitce standard
Fest results elate to the specimen testest afly

Checked by é\ — Certified-by o)\hg.\./"M

SIT KWAN NINC ¥ad of Report Test results comply with requirement of BSEN $98 : 2007 + Al : 2009 Clause 4.3.1
ey Supersvs WONG KA MAN 4. This page no. | A of test report superseded page no, | of the previous test report of Castco LRN : DO01700529-225 TEN issued on | Decemper 2017,

Sexay Mamger

Pt I S 76 003 - Chocked by Certified by Iy J1idl

SIT KWAN NING £nd of Report
e e T BUCTEAN IRV T 6 TAO0T " 'WONG KA MAN

Seovor Mansger

#8 B%EBIM 39, On K Stool Fankng, Hong Kong,  Tel : 2507 B3

@04 8% 287294 204, On Chuon Stroet. Fanling, Hong Kong.  Fax: 2597 8399
E-mai: Infof¥castoo.com.hik  Website: www.castco.com.hk

* All rights reserved. Itis unlawful to copy or extract the whole or the materials from this catalog without the written consent of our company.
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BS EN 598 Ductile Iron All Socket

f]ﬁ/()‘ Fitting With Flexible Joint. (For Sewerage)
V(7) BS EN 598
O SRR B ESHRE S SR

90°Long Radius Bend 90°Long Radius Bend with Access door
00° k& % 3% " X " Stock 00°F o K %%

90°Long Radius Bend - Test Report 90°x 4% %%
Leaktightness

( I % W P oo AR A G
T e GAST co CASTCO TESTING CENTRE LIMITED

Size| DN | Le | R
mm mm mm mm mm mm L 'w'\":"”"
% 80 | 80 | 370 [ 350 | 7.0 | 90 il
%100 | 100 | 395 | 375 | 7.2 | 90
%150 | 150 | 435 | 420 | 7.8 | 90
%200 | 200 | 490 | 470 | 8.4 | 90
%250 | 250 | 545 | 520 | 9.0 | 90
%300 | 300 | 590 | 565 | 9.6 | 90
350 | 350 | 645 | 620 | 10.2| 90
400 | 400 | 690 | 665 | 10.8| 90
450 | 450 | 745 | 720 | 11.4] 90
500 | 500 | 790 | 765 | 12.0| 90
600 | 600 | 890 | 865 | 13.2| 90
700 | 700 | 990 | 965 | 14.4| 90

All ltems and with access door " Made to order ".

* All rights reserved. Itis unlawful to copy or extract the whole or the materials from this catalog without the written consent of our company.
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BS EN 598

EMANFHEBEEBEKRE:

BS EN 598 Ductile Iron All Socket

Fitting With Flexible Joint. (For Sewerage)

54 H s B 4

90°Long Radius Bend - Test Report 90°k # if &

Brinell Hardness

Dimension

hSERKRPSHRLE
CASTCO TESTING CENTRE LIMITED

Test Report

[BS EN 598 2007 + Al : 2009 Clause 4,3.2]

Date of issue : 1 December 2017

Page | of | page(s) Casteo LRN DPOI

Brinell Hardness Test of Ductile Iron Pipes, Fittings and Accessories for Sewerage

Applicat

70529231

Details as supplied by customer:-

Customer: TPY Limited Customer's Ref. No.

tEhHERKBRPSHRAA S
CASTCO TESTING CENTRE LIMITED

Test Report

Method for Determination of Dimensions of Ductile iron Pipes, Fittings,
Accessories and Their Joints for Sewage Applications
(BS EN 598 : 2007 + Al : 2009 Clause 4.2 & Clause 4.4.3)

Date of issue: | Degetber 2017

Page | of 2 page(s) Casteo LRN: DP0170529-231 DIM

Details as supplicd by customer::

Customer: TPY Limited Customer's ref. no.: —

Address: G/F, No. 120, fung Tau Tsuen, Shap Pat Heung. Yuen Lang, N.T

Address | GIF, No. 120, Tung, Tau Tsuen, Shap Pat Heus Contract no.: - Job tite
Job it : - Contraéi No. : = N
Sample description :
Sample 1., Type < Fitting (All Socket 90 Degree Long Radius Bend) Wombmel bere =100 pm. Lowis
Nominal Size (DN) : 100 Manufacturer : TPY Limited Brand name - (i) Type : Fittiag (All Socket 90 Degree Long Radius Bend)
Class : — Brand Delivery date Manufacturer \TPY Limited
P orisin: China Origin: China
rinell hardness testing machine Machine type ;41 SCHEIR FHHB-3000B  Series No. : 0125 (BHO1) Laboratcey Tewt Resll
Cart, No, 5 £LO120318-12 LD: No.: NDT-HBA0! Date symple reccivea: 20 May 2017 Date oftest: 02 June 2017
Calipers 1D, No// NDT-HB-007
g Specjinen no,/ DPO170529-231
Date of received : 29 May 3017 Date of test : 11 November 2017 Ty =
e S Yo i BSEN Customer
Test specimen thickngs : 7.03 mm Test temperature : 26 °C boraloa! stus DN:.§ bl requirement requitement
Shetch of test lugstiuns :ternal diameter (¢) (o)
o e Cvality spigot of external diameter, mm)|
(o] [o] o] Thickness (T) (i) 72
! 2 3 Injemal diameter (mm))
Lehgth (Lel) (mim)| 395
Tndentation Tndendation diameter Indentation means | COMesponding = | enkth (Le2) nm) 395
ng (2 dircctions) preee) bardness value | Resuts
Surface o) ) Lengih L) o]
| 4.61 4.59 4.60 170 C
2 359 957 258 172 c Measured thickness of cement mortar lining (mm)l -
Condition ’ =R = = e
—————— Retnurks 1)\ Test esults réfes only To the spocimen tested
2. Compliance check against BS EX 598: 2007+A1:2009 clause 4.2 was not possible as this
2007 + Al : 2009 Clause 4.3.2. fitting could not be found in the standard,

HhHRKRT AR S
ASTCO CASTCO TESTING CENTRE LIMITED

Test Report

[BS EN 598 : 2007+ A1 : 2009 clause 4.1.2]

S
WON tl;/\i

ong.  Tal 1 2607 333
g Fak 2507 8399

*Liu\ LN

WONG KA MAN
Seior Mansger

Checkedy: _\___£ — Certified by
=3
——
f W % B 05338 33 On Ku Sioet, Faning, Hong Kong.  Tol: 2607
a8 MR B 29AR Jen Street, Faning, Hong Kon Fax: 2597 8369
E:mall. infocastco.com bk Wobsiie: www,cas

WAN NING
bFE S

Date of issue : | December 2017
Page | of | page()

Detaily as supplied by custome

Castcd LRN : DP0170529-231 S¢

Tensile

Customer : TPY Limjted Customer's Ref, No. :

Address : GIF, No. 120, Tung Tay Tsucn, Shap PatHeun Contract No,

vuew Long, N.T
Job title

Sample Description:-

& R RP

® A& 3
ACRRMON CASTCO TESTING CENTRE LIMITED

33, On K Sin nling. Hong Kong,
£9A. On ChuenyStrest, Faniing. Hong Kong.
Wedste: wwwasioo.com.nk

S

e
Emai

Test Report
Tensile Test of Ductile Cast fron

[BSEN 598 : 2007 + Al : 2009 C!

ise 43.1)

Castoo LRN : DPD170529-231 TEN

Sample 1D, it Socket 90 Dy ' i
aimp Type : Fitting (All Socket 90 Degree Long Radius Ben| o 16 Ty 308
Nominal size (DN) : 100 Nominal length : - Page A of | page

Detail as supplied by customer:-

Manufacturer : TPY Limited

Brand )

Origin: China

Customer: TPY Limized

Laboratory fest resuif

Date sample received 129 May 2017 Date of test : 02 June 2017

Customer Ref. No. : =
Contract No.

it % I8 3 On Kui Sioel, Fanling, Hong Kong
§:06 ME S H29AR 298, On Chuon Streel, Faniing, Hong Kong
E-mail: info@castoo,comhk - Wabsito: Www.Casto,com.hk

Tel : 2597 8333
Fax: 2597 8399

£A1:3009 Clause 4.1 Brund: () Origin:
The external surface condjtion of test sumple s free from defect and surface imperfections. Date réeived : 29 May 2017 Date tested : 11 November 2017
d““’”’ Gauge dia. Cross-secy, Original gasfge | Final gauge | 0.2% Proofstress | Tensile Load »
Specimen Mark [—Jsignation | i Compliance
Symbol | Number, (mm) areg/(mm’) length, mm &N) [ (MPa) | (kN) | (MPa) N
Remark
1. Test result relate only to the $pecimens fested,
2. Test results complies with Clatise 4.1.2 of BS BN 598 : 2007 + Al : 2009,
- S 5.08 200 40 45 // 85 | 4 C
Remarks -«
Ilegends: C eptance standard
= ¥ fail to comply with acceptince standard
Checked by Cniicd by IAUM 3 poct e et o the specimen tesad ony
Ead of Report Test results comply with requiresiént of BSEN 598 : 2007 + Al : 2009 Clause 4.3.1
4. This page no. | A of test repGit superseded page no. | of the previous test report of Castco LRN : DODI700520-231 TEN issued on 1 December 2017
woroxAM pag: RopOT sup P p P ued on 1 December 20
[ S— A Senicr Massger

Certified by O}\ Y \/4@

End of Report WONG KA MAN
Seaior Masager

* All rights reserved. Itis unlawful to copy or extract the whole or the materials from this catalog without the written consent of our company.
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